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Horizon Health Network
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Continual Improvement

Continuous Improvement
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Sharing

ENERGY STAR®

PortfoliolVianager®

Reporting

Upper River Valley Hospital
(Horizon)

11300 Route 130, Waterville, M ETP 044

Map it
Portfolic Manager Property 1D: 4128458
Year Built: 2007

Recognition

Welcome BMGodbout: Account | Mofifications | ENERGY STAR | Contacts | Help | Sign Out
Motifications.

Settings

Y Mot currently eligible for ENERGY STAR

Becognition

Years Certified (Score):
2023 (85), 2024 (38)
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Case Study #1171 Upper River Valley Hospital

Enduring Teamwork

EEEEEEEEEEEEE

LSService — Horizon

HHHHHHHHHHHHH



Case Study #1 - Pellet Boiler
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Case Study #1 1 Pellet Boiler Commissioning

Heating fuel trends (oil + wood pellets)
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Case Study #1 - Pellet Boiler Commissioning

Communication issues

Biomass Boiler Plate Exchanger HGS HX-1 Supply Water Temp

HGS HX-1 Supply Water Setpt

Boiler Demand Signal m

Water Boilers

Line Current

Fault
Motor Voltage

Motor Power

kWh Counter

Actual Speed - 1 3 -&'-F'r
Flow

Line Current

P5-6 Min Speed 30.0 %
P5-6 Max Speed 100.0 %

PS5 Runtime 17479 s

Fault
Motor Voltage oov
Motor Power 0.0 kw PS5 Alt Runtime 742 hr
kWh Counter 4035.7 kWh

Actual Speed 0.0 rpm

P6 Runtime 1243.8

P6 Alt Runtime 0.0 hr

Flow 0.0 gpm P5-6 Alt Runtime Setpt 168.0 hr
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Case Study #1 - Pellet Boiler Shutdowns

Ash auger redesign
Ash auger shutdowns
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